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ÅPurpose of Presentation

ïUsing API 580 and 581 for piping Risk Assessment

ïSystemization and circuitization of piping

ïUnderstand complementary nature of Materials 
Operating Envelopes (MOE)

ïUnderstand challenges of piping inspection

ÅSources

ïAPI RBI User Group Joint Industry Project

ïAPI 580

ïAPI 581

ïAPI 570

ïAPI 571

ïAPI RBI Software

Purpose



Presentation Outline

ÅIntroduction

ÅPiping Programs Characteristics

ÅAvailable Analysis Tools

ÅA Complementary Approach: Material 
Operating Envelopes (MOE)

ÅPiping Systemization and Circuitization

ïPiping study case study 1

ïPiping study case study 2

ÅPiping TML Data Analysis & Benefits

ÅSummary & Conclusions



The Goal

Assure regulatory and corporate 
compliance, and ensure reliable 

use of piping (and equipment) for 
finite run times, while measuring, 

managing and minimizing risks 
and eliminating non -value adding 

activities and costs.
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Introduction

Å Historical industry statistics attribute piping failure to be 
leading cause of large property losses

Å Industry data indicates that the most frequent unexpected 
failures occur in piping systems (30 -45%) due to localized 
corrosion, often by undetected mechanisms

Å The majority of industry piping programs use a classification 
system from API 570 for criticality ranking 

Å Straight beam ultrasonic inspection (UT) is the most 
commonly used method for thinning damage detection

Å Quality of inspection data, coverage of inspection points and a 
link of inspection locations and type to damage mechanism 
must be analyzed to assure program effectiveness

Å Correct CML/TML placement needs to be determined in 
conjunction with active damage mechanisms identified by 
experienced corrosion/materials engineer

*Reference Marsh & McLennan, API Rand and E 2G studies.



Introduction

Å ñLosses in the refinery industry have 
continued to increase over the last few years 
and the causes highlight the aging facilities in 
this category.  A significant number of larger 
losses (over $10,000,000) have been caused 
by piping failures or piping leaks, leading to 
fires and/or explosions.  Several large losses 
due to piping failures were due to corrosion 
issues or using the wrong metallurgyé..ò

From the Marsh and McLennan Report, The 100 Largest 

Losses 1972 -2001 , 20th Edition: February 2003, a 
publication of Marshôs Risk Consulting Practice



Introduction

The explosion occurred when employees were attempting to 
isolate a leak on a condensate line between the NGL plant and 
the refinery. Three crude units were damaged and two 
reformers were destroyed. The fire was extinguished 
approximately nine hours after the initial explosion. Five 
people were killed and 50 others were injured. Initial 
investigation into the loss indicates a lack of inspection and 
maintenance of the condensate line.

June 25, 2000
Mina Al -Ahmadi , Kuwait
$412,000,000 (2000 dollars)    

From the Marsh and McLennan Report, The 100 Largest Losses 1972 -2001 , 20th 
Edition: February 2003, a publication of Marshôs Risk Consulting Practice



Introduction

ÅRoutine straight beam ultrasonic inspection (UT) 
is by far the most common method (and often 
the only) of inspection independent of the 
expected damage mechanism assessment

Å Often a detailed analysis of the UT data is not 
done to determine the quality of the data, 
adequate coverage of inspection points, etc.



Introduction

ÅMost refining, mid -stream, and chemicals 
pressurized equipment was designed and built 
for an operating basis different than current 
operation

ÅPlants continuously ñtweakò the process to 
raise throughput or process poorer quality 
(lower cost) feedstocks (crudes or 
intermediates)

ÅLong term effect is cumulative so that minor 
changes may cause a significant increase  in 
damage rates



ÅCMLs must be placed in the correct locations, 
and used with appropriate NDE
ïGuidance/Input from corrosion engineers for 

placement decisions

ïRBI not used to quantify risk reduction/investment 
payback

ïUse statistics as applicable to determine optimal 
sampling

ÅAn overabundance of CMLs results in non -
value -added activities

ÅIntegrate and define the value of corrosion 
reviews, Fitness for Service evaluations, RBI 
and statistical analyses in the inspection and 
planning process for optimal effectiveness

Piping Programs



Piping Programs

ÅConsiderations for Inspection Database programs 
(IDBMS)

ïHow much change has occurred between 
measurements?

ïHow accurate are the measured corrosion rates?

ïHow do we use retirement dates (based on ½ life)?

ïWhat the basis for retirement limit (nominal + CA)?

ïHow was the program initially set -up?

ïHow were circuits defined?

ïWas corrosion and expected damage mechanisms 
used for defining inspection scope, type and location?

ÅPlants are aging

ïFailure rates will increase without effective change



Piping Programs

ÅRequires a shift from original basis for program for 
why, where, when, how to inspect

Å RBI Principles

ïQualitatively grade the effectiveness of NDE 

ï Probability of failure involves uncertainty

ï Consequence

ÅFFS Principles

ï Limiting flaw size

ï Accuracy of NDE

ÅProactive approaches

ïCorrosion systemization and circuitization

ïOperating Envelopes (MOEs)

ïManagement of Change (MOCs)



Available Tools

ÅCodes & Standards permit use of and provide 
minimum guidelines for

ïRBI

ïFFS

ïJurisdictional

ÅSupporting documents

ï580

ï581

ïAPI/ASME ISIJC



Available Tools

ÅCodes and Standards

ïLatest editions of API 570, 574, 579, 580, 581

ÅRBI

ïDamage mechanism assignment is a critical element

ÅFFS

ïEngineering Analysis

ïDamage mechanism assignment is a critical element

ÅCorrosion and materials review

ïSystemization and circuitization

ïRBI damage mechanism assignment

ïMOE 



Available Tools

ÅMaterials/corrosion review with 
assignment of active damage 
mechanisms

ïCritical to the success of any equipment 
reliability program

ïCritical to success of any RBI process

ïRequired by codes, standards and 
regulators

ïShould include special emphasis 
mechanisms (e.g., Stress Corrosion 
Cracking, Creep, Wet H 2S)



When to Consider an MOE

ÅComplimentary Approach: Material Operating 
Envelopes (MOE)

ÅProactively or in response to an incident

ÅIn conjunction with a critical Fitness -For-
Service  assessment

ÅNext step after doing RBI



Materials Operating Envelopes 

Å Identify key parameters and ranges

Å Traditional piping inspection programs rely on 
future operating conditions replicating past 
operating conditions

Å RBI typically focused more on inspection activities 
than on controlling operations and identifying 
monitoring activities

Å Knowledge and control of operating envelope 
helps provide an improved chance for reliability 
and safety, due to increasing knowledge of actual 
operating parameters

Å An MOE defines the envelope for predictable 
degradation versus specific operating parameters



Defining Limits
Å Similar to KPRPôs 

Å Contain some parameters that may not be controllable, 
but must be measured and trended

ÅDefines limits operation (feed contaminant 
content, pH, flow rate, temperatures, chemical or 
water injection rates) and acceptable levels of 
corrosive constituents 

Å Control of operating parameters to minimize 
corrosion/degradation

ÅModeling required with sampling/inspection to 
verify assumptions about constituents or 
conditions not being present

Å Limits exceeded and degradation accelerated may 
trigger inspection, RBI, FFS updates or other 
actions



Inspection Benefits of MOE

ÅIdentify need for more UT coverage in some 
areas and less in other areas

ÅIdentify improper inspection procedures being 
applied

ÅIdentify equipment taken out of service with 
blinding points that create process deadlegs

ÅIdentify equipment being cycled in/out of 
service creating CUI concerns



Piping Circuitization

Å Use an experienced corrosion/materials engineer to define 
systems in each unit

Å Define corrosion circuits within each system based on materials of 
construction, operating conditions and active damage mechanisms

Å Circuit identification and naming convention is used for both API 
RBI and IDBMS programs to provide linking and sharing 
inspection data

Å Analysis is performed on circuit inspection results to determine 
circuit corrosion rate and measured thickness/dates for circuit 
components

Å Circuit corrosion rates are used in API RBI to calculate circuit risk

Å Determine the circuit and component next inspection date and 
inspection effectiveness, including detailed inspection plan

Å Review or Placement of CML/TML recommended by 
corrosion/materials engineer

Å CML/TML installed and documented on piping Isometric drawings
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